
WSC Laboratory

Escherichia coli Total Coliforms Faecal Enterococci Legionella pneumophilia Free Chlorine Turbidity Chlorides mg/L Total Hardness Calcium hardness Bromates Colour pH Conductivity TDS

CFU/100mL CFU/100mL CFU/100mL CFU/L mg/L NTU mg/L mg/L CaCO3 mg/L CaCO3 ug/L CU us/cm mg/L
1 Cirkewwa 52826 26/08/2024 <1 <1 <1 <10 0.6 <0.05 90 76 42 <1.12 0 8.60 346.4 183.6
1 Ghadira 52827 26/08/2024 <1 <1 <1 <10 0.7 <0.05 92 66 26 <1.12 0 8.66 340.2 180.3
1 L Imgarr 54116 24/09/2024 <1 <1 <1 <10 0.6 <0.19 82 40 30 <1.12 0 8.69 348.3 181.8
1 Zebbiegh 54117 24/09/2024 <1 <1 <1 <10 0.6 <0.19 80 32 26 <1.12 0 8.66 366.3 191.3
1 Wardija 54118 24/09/2024 <1 <1 <1 <10 0.6 <0.19 84 30 28 <1.12 0 8.67 303.7 157.6
2 Mellieha 52828 26/08/2024 <1 <1 <1 <10 0.5 <0.05 410 335 120 <1.12 0 8.19 1721 894
2 Xemxija 56369 11/11/2024 <1 <1 <1 <10 0.4 <0.19 405 275 120 <1.12 0 7.58 1794 951
3 San Pawl il Bahar 52830 26/08/2024 <1 <1 <1 <10 0.6 <0.05 411 360 225 <1.12 0 8.02 1567 814.7
3 Qawra 54120 24/09/2024 <1 <1 <1 <10 0.6 <0.19 372 265 170 <1.12 0 8.29 1529 798.1
3 Mosta 56371 11/11/2024 <1 <1 <1 <10 0.3 <0.19 390 260 165 <1.12 0 7.68 1723 914.1
3 Qawra 56372 11/11/2024 <1 <1 <1 <10 0.5 <0.19 330 260 150 <1.12 0 7.49 1671 886.4
3 Naxxar 56375 11/11/2024 <1 <1 <1 <10 0.7 <0.19 350 245 160 <1.12 0 7.45 1702 902.2
3 Bahar Caghaq 56427 12/11/2024 <1 <1 <1 <10 0.5 <0.19 350 365 185 <1.12 0 7.31 1685 894.8
3 Gharghur 56745 19/11/2024 <1 <1 <1 <10 0.4 <0.19 420 256 156 <1.12 0 7.55 1414 735.7
5 L Imtarfa 54186 25/09/2024 <1 <1 <1 <10 0.8 <0.19 391 312 120 <1.12 0 8.04 1672 885.9
5 Bidnija 56373 11/11/2024 <1 <1 <1 <10 0.4 <0.19 330 275 170 <1.12 0 7.89 1718 910.2
7 Siggiewi 54188 25/09/2024 <1 <1 <1 <10 0.5 <0.19 86 40 38 <1.12 0 9.12 340.5 180.5
6 Birkirkara 56374 11/11/2024 <1 <1 <1 <10 0.5 <0.19 340 300 200 <1.12 0 7.72 1744 924.2
6 Attard 56428 12/11/2024 <1 <1 <1 <10 0.8 <0.19 370 360 250 <1.12 0 7.68 1728 915.9
6 St Venera 56429 12/11/2024 <1 <1 <1 <10 0.5 <0.19 370 365 250 <1.12 0 7.48 1610 852.9
6 Qormi 56663 18/11/2024 <1 <1 <1 <10 0.4 <0.19 360 350 215 <1.12 0 7.64 1545 818.1
8 Mqabba 54189 25/09/2024 <1 <1 <1 <10 0.5 <0.19 411 220 130 <1.12 0 8.27 1550 821.5
8 Kirkop 54190 25/09/2024 <1 <1 <1 <10 0.2 <0.19 431 230 120 <1.12 0 8.27 1494 791.8
8 Birzebugia 56013 04/11/2024 <1 <1 <1 <10 0.4 <0.19 380 180 120 <1.12 0 7.61 1566 830.2
8 Marsaskala 56014 04/11/2024 <1 <1 <1 <10 0.6 <0.19 370 175 120 <1.12 0 7.60 1510 800
8 Luqa 56015 04/11/2024 <1 <1 <1 <10 0.4 <0.19 340 180 108 <1.12 0 8.16 1494 791.4
8 Hamrun 56016 04/11/2024 <1 <1 <1 <10 0.4 <0.19 360 200 120 <1.12 0 8.29 1514 802.4
8 Siggiewi 56664 18/11/2024 <1 <1 <1 <10 0.4 <0.19 340 204 144 <1.12 0 8.02 1285 681
8 Xghajra 56665 18/11/2024 <1 <1 <1 <10 0.4 <0.19 380 265 200 <1.12 0 7.75 1411 747.6
9 Pembroke 56017 04/11/2024 <1 <1 <1 <10 0.4 <0.19 50 30 26 <1.12 0 8.93 252.3 131.1
9 San Giljan 56018 04/11/2024 <1 <1 <1 <10 0.4 <0.19 50 26 24 <1.12 0 9.20 253.9 131.7
9 Swatar 56019 04/11/2024 <1 <1 <1 <10 0.4 <0.19 50 30 24 <1.12 0 9.21 255.2 132.7
9 Gzira 56020 04/11/2024 <1 <1 <1 <10 0.3 <0.19 48 28 24 <1.12 0 9.05 252.2 130.7
9 L imsida 56021 04/11/2024 <1 <1 <1 <10 0.3 <0.19 52 32 26 <1.12 0 8.98 260.1 134.7
9 Ta' Xbiex 56662 18/11/2024 <1 <1 <1 <10 0.4 <0.19 48 58 42 <1.12 0 8.62 252.8 131.5

10 Fontana 52895 27/08/2024 <1 <1 <1 <10 0.3 <0.19 264 214 110 <1.12 0 7.91 1128 599.3
10 Qala 56151 05/11/2024 <1 <1 <1 <10 0.4 <0.19 330 216 100 <1.12 0 7.98 1355 702.6
11 Ghasri 56152 05/11/2024 <1 <1 <1 <10 0.2 <0.19 440 315 130 <1.12 0 8.14 1713 907.9
11 Zebbug 56153 05/11/2024 <1 <1 <1 <10 0.3 <0.19 430 320 135 <1.12 0 8.14 1772 939
10 Xlendi 52899 27/08/2024 <1 <1 <1 <10 0.3 <0.19 254 218 130 <1.12 0 7.85 1122 583.1

Sampling was done by WSC Lab personnel under accredited method 
SOP/C/001
An NAB-Malta accredited testing laboratory, Registration number 001. 
The marked (*) results are not covered by accreditation.

We take responsibility for any test performed by sub -contractors
These data is a collection of samples collected during the 2024, 
depending on the flow of water produced for each Water Quality zone 
(WQZ), to satisfy the requirements of the Drinking water Directive. The 
WQZ is defined in note 1, part B(2) of the same directive. 
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Sampling was done by WSC Lab personnel under accredited method 
SOP/C/001
An NAB-Malta accredited testing laboratory, Registration number 001. 
The marked (*) results are not covered by accreditation.

We take responsibility for any test performed by sub -contractors
These data is a collection of samples collected during the 2024, 
depending on the flow of water produced for each Water Quality zone 
(WQZ), to satisfy the requirements of the Drinking water Directive. The 
WQZ is defined in note 1, part B(2) of the same directive. 

Flourides Sodium Nitrate (1.31 - 200) Ammonia Nitrites Acrylamide Aluminium Antimony Arsenic Boron Cadmium Chlorate Chlorite Chromium Copper Cyanide

sub-
contracted

sub-
contracted

sub-
contracted

sub-
contracted

sub-
contracted

sub-
contracted

sub-
contracted

sub-
contracted

sub-
contracted

sub-
contracted

sub-
contracted

ug/L mg/L mg/L mg/L mg/L ug/L ug/L ug/L ug/L ug/L ug/L ug/L ug/L ug/L ug/L ug/L
<0.13 45.28 <0.87 <0.14 <0.021 <0.050 13.5 <1.0 <1.0 891 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 46.47 <0.87 <0.14 <0.021 <0.050 17.5 <1.0 <1.0 906 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 43.58 <0.87 <0.14 <0.021 <0.050 20.8 <1.0 <1.0 899 <0.20 <10 <10 <1.0 1.7 <0.005
<0.13 42.39 <0.87 <0.14 <0.021 <0.050 20.4 <1.0 <1.0 878 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 42.51 <0.87 <0.14 <0.021 <0.050 9.5 <1.0 <1.0 894 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 313.63 11.78 <0.14 <0.021 <0.050 9.1 <1.0 <1.0 856 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 268.14 15.98 <0.14 <0.021 <0.050 20.5 <1.0 <1.0 820 <0.20 <10 20 <1.0 <1.0 <0.005
0.24 240.6 38.67 <0.14 <0.021 <0.050 24.5 <1.0 <1.0 403 <0.20 14 <10 <1.0 7.5 <0.005
0.36 252.72 37.27 <0.14 <0.021 <0.050 12.2 <1.0 <1.0 414 <0.20 14 <10 <1.0 5.6 <0.005

<0.13 239.17 36.76 <0.14 <0.021 <0.050 10.7 <1.0 <1.0 422 <0.20 <10 <10 <1.0 1.7 <0.005
<0.13 234.31 36.58 <0.14 <0.021 <0.050 11.3 <1.0 <1.0 410 <0.20 <10 <10 <1.0 2.4 <0.005
<0.13 239.98 39.18 <0.14 <0.021 <0.050 16.4 <1.0 <1.0 403 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 253.64 31.8 <0.14 <0.021 <0.050 17.6 <1.0 <1.0 394 <0.20 <10 <10 <1.0 7 <0.005
<0.13 248.62 40.68 <0.14 <0.021 <0.050 9.3 <1.0 <1.0 369 <0.20 <10 <10 <1.0 1.5 <0.005
0.33 257.59 28.12 <0.14 <0.021 <0.050 7.6 <1.0 <1.0 405 <0.20 <10 <10 <1.0 2.1 <0.005

<0.13 236.33 36.02 <0.14 <0.021 <0.050 13.2 <1.0 <1.0 395 <0.20 <10 <10 <1.0 2.2 <0.005
<.013 38.54 <0.87 <0.14 <0.021 <0.050 9.6 <1.0 <1.0 800 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 238.62 39.15 <0.14 <0.021 <0.050 12.2 <1.0 <1.0 388 <0.20 <10 <10 <1.0 2.9 <0.005
<0.13 268.38 37.09 <0.14 <0.021 <0.050 9.1 <1.0 <1.0 426 <0.20 <10 <10 <1.0 1.2 <0.005
<0.13 243.36 35.39 <0.14 <0.021 <0.050 9.3 <1.0 <1.0 415 <0.20 <10 <10 <1.0 3.1 <0.005
<0.13 231.33 31.55 <0.14 <0.021 <0.050 11.1 <1.0 <1.0 400 <0.20 <10 <10 <1.0 1.3 <0.005
0.19 259.36 29.46 <0.14 <0.021 <0.050 11.5 <1.0 <1.0 591 <0.20 <10 <10 <1.0 1.2 <0.005

<0.13 252 27.26 <0.14 <0.021 <0.050 12.1 <1.0 <1.0 895 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 219.8 26.29 <0.14 <0.021 <0.050 9.1 <1.0 <1.0 599 <0.20 <10 <10 <1.0 1.7 <0.005
<0.13 221.63 24.41 <0.14 <0.021 <0.050 19.7 <1.0 <1.0 609 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 217.46 26.47 <0.14 <0.021 <0.050 9.5 <1.0 <1.0 586 <0.20 <10 <10 <1.0 1.7 <0.005
<0.13 219.42 26.98 <0.14 <0.021 <0.050 11.3 <1.0 <1.0 590 <0.20 <10 <10 <1.0 4.9 <0.005
<0.13 199.85 23.25 <0.14 <0.021 <0.050 23.2 <1.0 <1.0 612 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 223.58 30.05 <0.14 <0.021 <0.050 10.3 <1.0 <1.0 582 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 <17.51 <0.87 <0.14 <0.021 <0.050 16.5 <1.0 <1.0 480 <0.20 <10 <10 <1.0 2.7 <0.005
<0.13 <17.51 <0.87 <0.14 <0.021 <0.050 9.9 <1.0 <1.0 485 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 <17.51 <0.87 <0.14 <0.021 <0.050 10.1 <1.0 <1.0 482 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 <17.51 <0.87 <0.14 <0.021 <0.050 7.4 <1.0 <1.0 474 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 <17.51 <0.87 <0.14 <0.021 <0.050 8.6 <1.0 <1.0 506 <0.20 <10 <10 <1.0 <1.0 <0.005
<0.13 <17.51 <0.87 <0.14 <0.021 <0.050 14.4 <1.0 <1.0 466 <0.20 <10 <10 <1.0 <1.0 <0.005
0.45 172.35 15.82 <0.14 <0.021 <0.050 9.6 <1.0 <1.0 437 <0.20 <10 <10 <1.0 2.8 <0.005

<0.13 184.52 18.43 <0.14 <0.021 <0.050 22.8 <1.0 <1.0 478 <0.20 29 <10 <1.0 1.7 <0.005
<0.13 242.6 24.21 <0.14 <0.021 <0.050 18.1 <1.0 <1.0 415 <0.20 24 <10 <1.0 1.5 <0.005
<0.13 249.24 24.24 <0.14 <0.021 <0.050 13.8 <1.0 <1.0 399 <0.20 26 <10 <1.0 4.2 <0.005
0.42 177.59 15.98 <0.14 <0.021 <0.050 9.6 <1.0 <1.0 443 <0.20 25 <10 <1.0 1.9 <0.005
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Sampling was done by WSC Lab personnel under accredited method 
SOP/C/001
An NAB-Malta accredited testing laboratory, Registration number 001. 
The marked (*) results are not covered by accreditation.

We take responsibility for any test performed by sub -contractors
These data is a collection of samples collected during the 2024, 
depending on the flow of water produced for each Water Quality zone 
(WQZ), to satisfy the requirements of the Drinking water Directive. The 
WQZ is defined in note 1, part B(2) of the same directive. 

Iron Lead Manganese Mercury Nickel Selenium Total Organic Carbon Uranium 1,2-dichloroethane Benzene Benzo (a) pyrene Bisphenol A Dibromo-acetic acid Dichloro-acetic acid
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ug/L ug/L ug/L ug/L ug/L ug/L mg/L ug/L ug/L ug/L ug/L ug/L ug/L ug/L
5.2 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 <0.10 <0.750 <0.20 <0.0050 <0.050 0.8 <0.50
6.1 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 <0.10 <0.750 <0.20 <0.0050 <0.050 <0.50 <0.50
3.3 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 <0.10 <0.750 <0.20 <0.0050 <0.050 <0.50 <0.50

13.3 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 <0.10 <0.750 <0.20 <0.0050 <0.050 <0.50 <0.50
2.9 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 <0.10 <0.750 <0.20 <0.0050 <0.050 <0.50 <0.50

35.9 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 0.12 <0.750 <0.20 <0.0050 <0.050 1.04 <0.50
35.7 <1.0 0.7 <0.3 <2.0 <1.0 <0.50 0.19 <0.750 <0.20 <0.0050 <0.050 1.35 <0.50
19.5 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 1.41 <0.750 <0.20 <0.0050 <0.050 4.49 <0.50
17.6 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 1.57 <0.750 <0.20 <0.0120 <0.050 4.5 <0.50
17.8 <1.0 0.8 <0.3 2.2 <1.0 <0.50 1.66 <0.750 <0.20 <0.0050 <0.050 8.7 <0.50
28.4 <1.0 0.78 <0.3 <2.0 <1.0 <0.50 1.60 <0.750 <0.20 <0.0050 <0.050 3.82 <0.50
20.9 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 1.70 <0.750 <0.20 <0.0050 <0.050 4.5 <0.50
38.2 1.7 1.01 <0.3 <2.0 <1.0 <0.50 1.73 <0.750 <0.20 <0.0050 <0.050 4.62 <0.50
11.1 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 1.59 <0.750 <0.20 <0.0050 <0.050 3.75 <0.50
20.2 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 3.14 <0.750 <0.20 <0.0120 <0.050 4.61 <0.50
6.7 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 3.19 <0.750 <0.20 <0.0050 <0.050 7.56 <0.50
5.2 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 <0.10 <0.750 <0.20 <0.0050 <0.050 1.64 <0.50

25.3 <1.0 0.72 <0.3 <2.0 <1.0 <0.50 1.67 <0.750 <0.20 <0.0050 <0.050 4.29 <0.50
16.9 <1.0 0.76 <0.3 <2.0 <1.0 <0.50 1.63 <0.750 <0.20 <0.0050 <0.050 4.58 <0.50
42.1 <1.0 9.71 <0.3 <2.0 <1.0 <0.50 1.86 <0.750 <0.20 <0.0050 <0.050 5.99 <0.50
20.8 <1.0 0.67 <0.3 <2.0 <1.0 <0.50 1.70 <0.750 <0.20 <0.0050 <0.050 3.71 <0.50
8.7 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 0.93 <0.750 <0.20 <0.0050 <0.050 3.19 <0.50

10.3 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 0.91 <0.750 <0.20 <0.0050 <0.050 3.88 <0.50
7.5 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 0.83 <0.750 <0.20 <0.0050 <0.050 4.39 <0.50
9.2 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 0.82 <0.750 <0.20 <0.0050 <0.050 2.67 <0.50

18.3 <1.0 0.6 <0.3 <2.0 <1.0 <0.50 0.88 <0.750 <0.20 <0.0050 <0.050 2.1 <0.50
8.3 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 0.88 <0.750 <0.20 <0.0050 <0.050 2.24 <0.50
26 <1.0 0.59 <0.3 <2.0 <1.0 <0.50 0.77 <0.750 <0.20 <0.0050 <0.050 2.23 <0.50
8.5 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 0.82 <0.750 <0.20 <0.0050 <0.050 2.73 <0.50
8.8 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 <1.00 <0.750 <0.20 <0.0050 <0.050 1.21 <0.50

<2.0 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 <1.00 <0.750 <0.20 <0.0050 <0.050 <0.50 <0.50
7.4 <1.0 1.28 <0.3 <2.0 <1.0 <0.50 <0.10 <0.750 <0.20 <0.0050 <0.050 2.03 <0.50
8.3 <1.0 0.69 <0.3 <2.0 <1.0 <0.50 <0.10 <0.750 <0.20 <0.0050 <0.050 1.12 <0.50

71.4 <1.0 2.11 <0.3 <2.0 <1.0 <0.50 <0.10 <0.750 <0.20 <0.0050 <0.050 0.94 <0.50
44.1 <1.0 1.21 <0.3 <2.0 <1.0 <0.50 <0.10 <0.750 <0.20 <0.0050 <0.050 0.59 <0.50
114 <1.0 <0.5 <0.3 <2.0 <1.0 <0.50 2.88 <0.750 <0.20 <0.0050 <0.050 2.25 <0.50
5.4 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 3.70 <0.750 <0.20 <0.0050 <0.050 2.02 <0.50

14.4 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 4.79 <0.750 <0.20 <0.0050 <0.050 2.94 <0.50
14 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 4.90 <0.750 <0.20 <0.0050 <0.050 4.14 <0.50
7.8 <1.0 <0.50 <0.3 <2.0 <1.0 <0.50 2.97 <0.750 <0.20 <0.0050 <0.050 2.64 <0.50
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WSC Laboratory

1 Cirkewwa 52826 26/08/2024
1 Ghadira 52827 26/08/2024
1 L Imgarr 54116 24/09/2024
1 Zebbiegh 54117 24/09/2024
1 Wardija 54118 24/09/2024
2 Mellieha 52828 26/08/2024
2 Xemxija 56369 11/11/2024
3 San Pawl il Bahar 52830 26/08/2024
3 Qawra 54120 24/09/2024
3 Mosta 56371 11/11/2024
3 Qawra 56372 11/11/2024
3 Naxxar 56375 11/11/2024
3 Bahar Caghaq 56427 12/11/2024
3 Gharghur 56745 19/11/2024
5 L Imtarfa 54186 25/09/2024
5 Bidnija 56373 11/11/2024
7 Siggiewi 54188 25/09/2024
6 Birkirkara 56374 11/11/2024
6 Attard 56428 12/11/2024
6 St Venera 56429 12/11/2024
6 Qormi 56663 18/11/2024
8 Mqabba 54189 25/09/2024
8 Kirkop 54190 25/09/2024
8 Birzebugia 56013 04/11/2024
8 Marsaskala 56014 04/11/2024
8 Luqa 56015 04/11/2024
8 Hamrun 56016 04/11/2024
8 Siggiewi 56664 18/11/2024
8 Xghajra 56665 18/11/2024
9 Pembroke 56017 04/11/2024
9 San Giljan 56018 04/11/2024
9 Swatar 56019 04/11/2024
9 Gzira 56020 04/11/2024
9 L imsida 56021 04/11/2024
9 Ta' Xbiex 56662 18/11/2024

10 Fontana 52895 27/08/2024
10 Qala 56151 05/11/2024
11 Ghasri 56152 05/11/2024
11 Zebbug 56153 05/11/2024
10 Xlendi 52899 27/08/2024

Sampling was done by WSC Lab personnel under accredited method 
SOP/C/001
An NAB-Malta accredited testing laboratory, Registration number 001. 
The marked (*) results are not covered by accreditation.

We take responsibility for any test performed by sub -contractors
These data is a collection of samples collected during the 2024, 
depending on the flow of water produced for each Water Quality zone 
(WQZ), to satisfy the requirements of the Drinking water Directive. The 
WQZ is defined in note 1, part B(2) of the same directive. 

Epichlorohydrin Monobromo-acetic acid Monochloro-acetic acid Polycyclic Aromatic Hydrocarbons Sum of 4 Trihalomethanes Tetrachloroethene Trichloro-acetic acid Trichloroethene Vinyl chloride
Total 

Pesticides

sub-contracted sub-contracted sub-contracted sub-contracted sub-contracted sub-contracted sub-contracted sub-contracted sub-contracted sub-contracted

ug/L ug/L ug/L ug/L ug/L ug/L ug/L ug/L ug/L ug/L
<0.050 <1.0 <10.0 <0.485 4.82 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 2.13 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 2.94 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 3.35 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 1.34 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 7.90 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 6.86 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 22.90 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.520 21.80 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 21.90 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 17.10 <0.20 <0.050 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 19.30 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 20.70 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 16.80 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.520 25.50 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 28.8 <0.20 <0.050 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 4.45 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 18.40 <0.20 <0.050 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 20.00 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 20.00 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 27.20 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 14.30 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 34.10 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 11.00 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 13.20 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 13.70 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 12.20 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 10.40 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 23.00 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <1.0 <0.485 2.46 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <1.0 <0.485 1.90 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <1.0 <0.485 1.37 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <1.0 <0.485 2.01 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <1.0 <0.485 6.79 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <1.0 <0.485 1.29 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 13.10 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 13.40 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 19.20 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 30.60 <0.20 <0.50 <0.40 <0.10 <0.05
<0.050 <1.0 <10.0 <0.485 17.80 <0.20 <0.50 <0.40 <0.10 <0.05
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WSC Laboratory

1 Cirkewwa 52826 26/08/2024
1 Ghadira 52827 26/08/2024
1 L Imgarr 54116 24/09/2024
1 Zebbiegh 54117 24/09/2024
1 Wardija 54118 24/09/2024
2 Mellieha 52828 26/08/2024
2 Xemxija 56369 11/11/2024
3 San Pawl il Bahar 52830 26/08/2024
3 Qawra 54120 24/09/2024
3 Mosta 56371 11/11/2024
3 Qawra 56372 11/11/2024
3 Naxxar 56375 11/11/2024
3 Bahar Caghaq 56427 12/11/2024
3 Gharghur 56745 19/11/2024
5 L Imtarfa 54186 25/09/2024
5 Bidnija 56373 11/11/2024
7 Siggiewi 54188 25/09/2024
6 Birkirkara 56374 11/11/2024
6 Attard 56428 12/11/2024
6 St Venera 56429 12/11/2024
6 Qormi 56663 18/11/2024
8 Mqabba 54189 25/09/2024
8 Kirkop 54190 25/09/2024
8 Birzebugia 56013 04/11/2024
8 Marsaskala 56014 04/11/2024
8 Luqa 56015 04/11/2024
8 Hamrun 56016 04/11/2024
8 Siggiewi 56664 18/11/2024
8 Xghajra 56665 18/11/2024
9 Pembroke 56017 04/11/2024
9 San Giljan 56018 04/11/2024
9 Swatar 56019 04/11/2024
9 Gzira 56020 04/11/2024
9 L imsida 56021 04/11/2024
9 Ta' Xbiex 56662 18/11/2024

10 Fontana 52895 27/08/2024
10 Qala 56151 05/11/2024
11 Ghasri 56152 05/11/2024
11 Zebbug 56153 05/11/2024
10 Xlendi 52899 27/08/2024

Sampling was done by WSC Lab personnel under accredited method 
SOP/C/001
An NAB-Malta accredited testing laboratory, Registration number 001. 
The marked (*) results are not covered by accreditation.

We take responsibility for any test performed by sub -contractors
These data is a collection of samples collected during the 2024, 
depending on the flow of water produced for each Water Quality zone 
(WQZ), to satisfy the requirements of the Drinking water Directive. The 
WQZ is defined in note 1, part B(2) of the same directive. 

Aldrin Dieldrin Heptachlor Heptachlor epoxide Gross alpha activity Gross beta activity Radon TID Tritium Microcystin LR Sum of PFAS estradiol nonylphenol

sub-
contracted

sub-
contracted

sub-
contracted

sub-contracted sub-contracted sub-contracted
sub-

contracted
sub-

contracted
sub-

contracted
sub-contracted

sub-
contracted

sub-contracted sub-contracted

ug/L ug/L ug/L ug/L Bq/L Bq/L Bq/L mS/v Bq/L ug/L ug/L ng/L ug/L
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.13 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.25 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.23 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.25 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.22 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.18 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.25 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.19 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.23 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.21 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 0.05 0.31 <5.0 0.08 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 0.07 0.19 <5.0 0.06 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.15 <5.0 0.04 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 0.06 0.24 <5.0 0.05 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.2 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.18 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.22 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 0.04 0.29 <5.0 0.05 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 0.29 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 10.9 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 0.09 0.22 <5.0 0.08 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 0.07 0.28 <5.0 0.08 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
<0.0050 <0.010 <0.010 <0.010 <0.04 <0.10 <5.0 <0.03 <10 <0.1 <0.01 <0.800 <0.10
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